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NOT TO SCALE

NO. #10 PULL WIRE

TYPICAL SECTION

NOTES

A. DIMENSIONS SHOWN ARE MINIMUM

. TOP OF CONCRETE ENCASEMENT

TO BE NOT LESS THAN 18" BELOW
FINISHED SUBGRADE

. DUCT CONCRETE SHALL BE ITEM 610

STRUCTURAL P.C, CONCRETE

D. ALL DUCT SHALL BE 3" INSIDE DIA.
E. CABLE MARKERS SHALL BE INSTALLED

AT ALL BENDS AND EVERY 200'
ALONG THE HOME RUN (TURF
CABLE MARKER)

AT ALL DUCTS LOCATIONS PROPOSED
AND EXISTING AS SHOWN ON THE
CABLING AND DUCT PLAN,
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OTE:
DETAIL SHOWN IS FOR 2-WAY

DUCT WITH 1" AND 3" PVC
CONDUITS. DIMENSIONS SHOWN
ARE TYPICAL FOR VARIOUS
SIZES DUCT BANKS

WITH 17 AND 37 CONDUITS.
EXACT CONFIGURATION TO BE
FIELD COORDINATED.

CONCRETE ENCASED DUCTS

NOT 70 SCALE

;
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¢ PROPOSED
DUCT BANK

©

1-#5 EF., EACH SIDE

2—45 B.F,, EACH SIDE

1~#5 T.F., EACH SIDE /\

TOP SLAB PLAN
SHOWING REINFORCEMENT

NOT 10 SCALE

NOTES

CONTRACTOR SHALL PROWVIDE CABLE RACKS
AND PULL BARS.

SEE "ADDITIONAL REINFORCEMENT AROUND DUCT
OPENINGS™ DETAIL, SHEET.... FOR ADDITIONAL
INFORMATION,
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